-

DRAWING NOTES: (APPLY TO THIS DRAWING ONLY)
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1. ALL RETURN AND EXHAUST REGISTERS ARE 8" X 4" UNLESS OTHERWISE NOTED.

. ALL SUPPLY DIFFUSERS ARE 6" X 6" UNLESS OTHERWISE NOTED.
. ALL SUPPLY DIFFUSERS SHALL BE 4-WAY BLOW UNLESS OTHERWISE INDICATED.
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. ALL RETURN AND EXHAUST REGISTERS ARE TYPE “A" UNLESS OTHERWISE NOTED
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4. ALL SUPPLY DIFFUSERS ARE a<mw "A" UNLESS OTHERWISE NOTED
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. ALL TERMINAL BOXES IN INTERSTITIAL SPACE SHALL HAVE ACCESS LOCATED ON
TOP OF BOX EXCEPT FO BOXES LOCATED IN ZONE 2 OR AS OTHERWISE INDICATED.

7. ALL RADIATION SHALL BE TYPE “A" WITH TYPE 'Il CONTROL.
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SPECIAL NOTES: (APPLY TO THIS DRAWING ONLY)

PROVIDE ACCESS IN BOTTOM OF BOX.

HWH & AWHR

12 X 10 DUCT DN TO H7-48, 875 CFM, WITH VD.

ong ahd one half noh

TWO 24 X 12 TRANSFER GRILLES. o AL RUCT

THO 30 X 12 TRANSFER GRILLES.

36 X 12 W<vm B HOOD, 1-HD12 240 CFM. OVER HWE TS

IN-4

48 X 12 TYPE B HOOD, 1-HD13 320 CFM. QWEPR, VS 260

1-CUT AND 1CU2 RACKED, 3/4" COLD WATER TO CONDENSER
1" TO ROOM DISCHARGE TO DRAIN, 3 GPM MAX.
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BE SIMILAR TO ROOM 3C137. .
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ROOM NO. ROOM NAME

36100 SERVICE BAY
woAMOQ ~ TELEPHONE CLOSET |
3C100b SIGNAL CLOSET | N R
3C100c ELECTRICAL CLOSET ROOM NO. ROOM. NAME
30101 WASH & STERILIZATION R N
36102 COMMON EQUIP. INSTRUMENT RooMm  C3-21 CORRIDOR
3€103 REFRIG. (3-22 CORRIDOR
30104 REFRIG. €3-23 CORRTDOR -
. 30105 LABORATORY €3-24 CORRIDOR
f 3¢106 L ABORATORY €3-25 CORRIDOR
] 3107 LABORATORY (3-26 CORRIDOR
| . 30108 F. TOILET t3-27 CORRIDOR
30110 SECRETARIAL/CLERICAL
21108 JLCRETARY/RECEPT.  DEPARTMENTAL NAMES
3 oy | MEDICAL RESEARCH AND DEVELOPMENT (BIOMEDICAL RESEARCH) D ARSI SRy S - . . e e of o e e s S AT
3013 LABORATORY : . . :
3C114 LABORATORY
. 30115 LABORATORY
b 3C116 LABORATORY
30117 LABORATORY -
36118 LABORATORY -
3C119 H.A.C.
36120 CLEAN LINEN
30121 COMMON. EQUIP. INSTRUMENT ROO
3122 F. TOILET
30123 M. TOILET o RIS P . .
3C124 L OUNGE _ . . . . : oy e e e
36125 LABORATORY : : : o _ L s R R m
] 3C4125a F.E.C. INVEST'R. ° : . . . s .
- b 30 LABORATORY
o e . 301264 INVEST'R
| 3C127 CLEAN LINEN o g S . S e SR | R
3C128 LABORATORY . B SR _ B R o L R : : Tl T _ |
i 301282 . INVEST'R L SN - - S e S T - . D
: 36129 " LABORATORY L S - S : o : W : S o ST _ S L o . _ _ ” . : o !
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